KEYED NOTES:

REMOVE ALL EXISTING LIGHTING FIXTURES IN AREA SHOWN TO BE
DEMOLISHED. LIGHTING LAYOUT SHOWN REFLECTS ORIGINAL CONSTRUCTION
DRAWINGS. ACTUAL FIELD CONDITIONS ARE TO BE CONFIRMED BY

CONTRACTOR.
7 a DEMOLISH ALL ELECTRICAL ITEMS WHETHER OR NOT THEY ARE SHOWN ON
, { THIS PLAN. DEMO CIRCUITS BACK TO NEAREST JUNCTION BOX AND LABEL
WITH CIRCUIT NUMBER.
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GENERAL NOTES:

1. ELC SHALL COORDINATE WITH THE OWNER REGARDING ALL WORK WHICH MAY
AFFECT EXISTING HOSPITAL SYSTEMS. COORDINATE AND VERIFY DEMO OR
RELOCATION OF ITEMS WITH THE OWNER PRIOR TO WORK TO PREVENT
INTERRUPTION OF SERVICES.

2. ALL COMPONENTS OF FIRE ALARM SYSTEM WHETHER SHOWN OR NOT SHOWN
ON THIS PLAN TO REMAIN IN OPERATION THROUGHOUT CONSTRUCTION.

3. EXIT SIGNS AND EGRESS LIGHTING SHALL BE FED FROM PANELBOARDS ON

THE LIFE SAFETY BRANCH OF THE HOSPITAL'S ELECTRICAL DISTRIBUTION
SYSTEM.

4. MARK ALL JUNCTION BOXES WITH PANEL AND CIRCUIT NUMBERS. MARK FIRE ALARM
JUNCTION BOXES WTH CIRCUIT INFORMATION IN RED.

5. ELECTRICAL CONTRACTOR SHALL COORDINATE EXACT LOCATION OF ALL
ELECTRICAL EQUIPMENT, LIGHT FIXTURES, WIRING DEVICES, ETC., WITH
ARCHITECTURAL DRAWINGS AND WITH OTHER DISCIPLINES PRIOR TO
ROUGH=—IN.

6. ALL WORK SHALL BE IN ACCORDANCE WITH THE LATEST EDITION OF THE NATIONAL
ELECTRICAL CODE, NFPA 99, AND OTHER SPECIFIC STANDARDS, CODES AND
REGULATIONS ESTABLISHED BY LOCAL AUTHORITIES HAVING JURISDICTION.

7. PROVIDE NEW TYPED OR PRINTED PANELBOARD SCHEDULES WITH UPDATED LOADS B
FOR ALL PANELBOARDS AFFECTED BY WORK.

KEYED NOTES:

CONNECT THIS LIGHTING CIRCUIT TO THE NEAREST LIFE SAFETY PANELBOARD
WITH ADEQUATE SPACE AND AMPACITY.
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O | GENERAL NOTES:
FURRING STRIP BY . '
FIXTURE INSTALLER X —jj—-GAL—cr—1 d 5 1. SEE SHEET FPME FOR DESCRIPTION OF SYMBOLS.
ING MEIGHT I SUSPENDED CEILING B [} 2. EXACT LOCATIONS OF POWER AND DATA SHALL BE COORDINATED WITH
CEILING HEI CONDUIT/WIRE n , il OWNER AND/OR VCS DURING CONSTRUCTION.
BY CONTRACTOR " 2° OR 2-1/2" DEEP Al
/_ DUPLEX RECEPTACLE - ; : 3. ALL DUPLEX RECEPTACLES SHALL BE HOSPITAL GRADE, NEMA 5—-20R.
NEW/EXISTING STUDS | — k \. i
DUPLEX RECEPTACLE A= d GAL+#cr—26 4. REUSE EXISTING 20A—1P CIRCUIT BREAKERS FOR CIRCUITS INDICATED ON
+~——— SLOTWALL TRIM TO THE WIRED TO J—-BOX. /’/ l Fal-3 (PART 3/3) PLANS UNLESS NOTED OTHERWISE. CONTRACTOR TO VERIFY CONDITION OF
/'r CEILING BY FIXTURE COVER PLATE INSTALLED/ : = EXISTING BREAKERS AND REPLACE WITH NEW AS NEEDED.
INSTALLER. TO BE FLUSH BY MC ELECTRICIAN. 3 )
FIXTURE HEIGHT / b WITH WALL FIXTURE. N AL cr3 et <6> Al 5. RECEPTACLES TO BE MOUNTED AT 18" AFF UNLESS NOTED OTHERWISE.
—Cr— Gufe e o —— o - g
/ +——— STANDARD UPRIGHT WITH il KEYED NOTES:
SLOTWALL FACING N | ;
| k ‘/\ ) 5 POWER AUTOMATIC DOORS PER MANUFACTURER’S REQUIREMENTS. FEED
FURRING STRIP BY < FROM NEAREST LIFE SAFETY PANELBOARD WITH ADEQUATE SPACE AND
FIXTURE INSTALLER bt /\ ~ : s AMPACITY.
N I PROVIDE (3) FLOOR—MOUNTED RECEPTACLES FOR POINT—OF—SALE
OPERATIONS: (1) DEDICATED RECEPTACLE PER CASH REGISTER, (1)
DRYWALL FACE NEW/EXISTING STUDS - _ DEDICATED RECEPTACLE FOR CREDIT CARD MACHINE (PER EVERY 5
n REGISTERS), AND (1) SHARED RECEPTACLE FOR DEACTIVATION PAD.
CONDUIT/WIRE FLOOR—MOUNTED _ — : : COORDINATE EXACT LOCATIONS AND REQUIREMENTS WITH VCS.
JUNCTION BOX S k BY CONTRACTOR - 2" OR 2-1/2" DEEP RECEPTACLES, TYF'.-\ g e
™S | /— DUPLEX RECEPTACLE =N — < &P <z> PROVIDE L14—-20R RECEPTACLE FOR GRAB N GO.
\_q> GAL—cr—21<—iff ——————e— — -bﬁ o - PROVIDE MASTER SWITCH TO CONTROL RECEPTACLES IN ELECTRONICS
DUPLEX RECEPTACLE - @ DEPARTMENT. PROVIDE NEMA 1 ENCLOSURE AND RELAY WITH 20A RATED
k WIRED TO J-BOX. - \ _ [ [ CONTACTS AND 120V COIL. MOUNT ENCLOSURE ABOVE DROP CEILING.
TO DUPLEX COVER PLATE INSTALLED = : MEDICAL LIBRARY ; COORDINATE EXACT LOCATION OF SWITCH WITH VCS PRIOR TO ROUGH-—IN.
RECEPTACLES BELOW - BY MC ELECTRICIAN. > I
T STANDARD UPRIGHT WITH E _ , | G120 Y PROVIDE AND INSTALL POWER AND CABLE RECEPTACLES FOR SECURITY
& SLOTWALL FACING ORYWALL FACE I GAL—cr—31 : CAMERA AT HEIGHT AND LOCATION SPECIFIED BY OWNER. STUB UP 3/4"
| GAL—cr—26 o ﬁ CONDUIT FROM CABLE RECEPTACLE DEVICE BOX TO ABOVE CEILING SPACE.
! ! (PART 2/3) s i @ CONDUIT RUN IN CEILING SPACE OF FLOOR BELOW.
N : TYP
TYPICAL SECTION @ ELECTRICAL OUTLET = : — ) T \ C <7> RECEPTACLES IN ALL LIBRARY SPACES TO BE TAMPER—PROOF.
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GENERAL NOTES:

1 SEE SHEET FPME FOR DESCRIPTION OF SYMBOLS.

2. ALL FIRE ALARM DETECTION AND NOTIFICATION DEVICES SHOWN SHALL BE
FULLY COMPATIBLE WITH EXISTING FACILITY FIRE ALARM SYSTEM EQUIPMENT.
MAKE ALL CONNECTIONS TO THE EXISTING DETECTION AND NOTIFICATION
CIRCUITS, ALL WIRING TO BE EQUAL TO EXISTING SYSTEM WIRING.

3.  PROVIDE AND INSTALL CEILING MOUNTED SPEAKERS TO MATCH EXISTING
FACILITY SPEAKERS, CONNECT TO EXISTING FACILITY COMMUNICATION SYSTEM
AT NEAREST POINT.

4. FIRE ALARM MANUAL PULL STATIONS SHALL BE NOTIFIER NBG—12X. MOUNT
AY 46”AFF TO CENTERLINE.

H et 5. FIRE ALARM SYSTEM CONDUIT SHALL BE FACTORY ANODIZED RED IN COLOR
u j ) - - BY WHEATLAND TUBE OR APPROVED EQUAL.
‘ 6. FIRE ALARM CABLE SHALL BE TYPE FPLP, CONDUCTORS AND JACKET
‘ | COLORS SHALL BE AS FOLLOWS:
] sLC 2C#16 COLOR YELLOW
] SPEAKER 2c#16 COLOR ORANGE
: STROBES 2c#14 COLOR BLUE
i 6D._ DAP 2c#14 COLOR BLACK
| : | DOOR HOLDS 2c#14 COLOR PURPLE
D, i _ FIRE PHONE SYSTEM  2C#14, SHIELDED COLOR YELLOW
' i 8. TELEPHONE OUTLET SHALL CONSIST OF A 4” SQUARE OUTLET BOX
S v : MOUNTED AT 18" AFF WITH 3/4" CONDUIT STUBBED TO CEILING SPACE,
& ) PROVIDE CONDUIT BUSHINGS AND PULLSTRING.
i 9. TEL/DATA OUTLET SHALL CONSIST OF 4" SQUARE OUTLET BOX MOUNTED AT
18"AFF WITH (2) 3/4” CONDUTS STUBBED TO CEILING SPACE, PROVIDE
j CONDUIT BUSHINGS AND PULLSTRINGS.
_7 : i *
i KEYED NOTES:
i 1> CABLE CONNECTION FOR TV/ELECTRONICS WALL. COORDINATE INSTALLATION
b REQUIREMENTS WITH VCS.
! | FLOOR-MOUNTED DATA RECEPTACLES FOR POINT—OF—SALE OPERATIONS.
= = ; COORDINATE LOCATIONS WITH VCS.
ssk U= = ® & = RUN CONDUIT FROM FLOOR BOX IN CEILING SPACE BELOW AND STUB UP
| — - ) k TO ABOVE CEILING SPACE.
- ] L
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GENERAL NOTES:

1. PANELBOARD LOADS THAT ARE SHOWN IN LOWER-CASE LETTERS ARE
EXISTING TO REMAIN. LOADS AFFECTED BY THE SCOPE OF WORK ARE
SHOWN IN UPPER—CASE LETTERS.

2. PROVIDE TYPEWRITTEN OR PRINTED PANELBOARD SCHEDULES FOR ALL
AFFECTED PANELBOARDS UPON COMPLETION OF THE WORK.

3.  WHERE APPLICABLE, WIRE SIZE IS SHOWN ONLY FOR NEW OR MODIFIED
LOADS, AND ONLY FOR LOADS THAT REQUIRE CONDUCTORS LARGER THAN

LIGHTING FIXTURE SCHEDULE THE MINIMUM REQUIRED #12 AWG COPPER.

4. THE NUMBERS SHOWN IN PARENTHESES ON THE PANELBOARD SCHEDULES

FIXTURE DATA LAMP DATA CORRESPOND TO THE PANELBOARD NOTES BELOW.
IMOUNTING] WATTS/TYPE| REMARKS
TYPE DESCRIPTION MANUFACTURER CATALOG NUMBER @ VOLT VA | QUANT. @
e PANELBOARD NOTES:
A 3 LAMP LITHONIA 2AV G 3 28T5 MDR MVOLT GEB10PS G [120/277} 93 3 28W FL FIXTURES MARKED AS "A1” CONNECT (1) CONDUCTOR HAS BEEN UPSIZED TO ACCOUNT FOR VOLTAGE DROP. SIZE
TROFFER TO "LIFE SAFETY” CIRCUIT AS INDICATED EQUIPMENT GROUND CONDUCTOR PROPORTIONATELY PER APPLICABLE CODES
x4 AND REGULATIONS.
B 2 LAMP LITHONIA AV G 2 2875 MDR MVOLT GEB10PS G [|120/277] 56 2 28W FL
TROFFER
c EXIT SIGN COOPER ELX60000WHRC ST 120 3 1 LED NUMBER OF DIRECTIONAL CHEVRONS AS
SHOWN ON SHEET
(© mountin st () Lave_DESCRPTION
AC — AIRCRAFT CABLE R — RECESSED CF — COMPACT FLUORESCENT MH — METAL HALIDE
C — COVE S — SURFACE FL — FLUORESCENT MV — MERCURY VAPOR
CH — CHAIN HUNG SC — SURFACE CEILING H —  HALOGEN PS — PULSE START
G - GRID ST — STEM HPS — HIGH PRESSURE SODIUM Q — QUARTZ
GR — GRADE MOUNTED U — UNIVERSAL IN — INCANDESCENT
P — POLE W — WALL LED — LIGHT EMITTING DIODE "X” DESIGNATION INDICATES

EMERGENCY BALLAST FIXTURES (L.E. "AX")
ALL BALLASTED LIGHT FIXTURES SHALL HAVE A LUMINAIRE DISCONNECT COMPLYING WITH NEC 410.130 G.

NOTE: SPECIFIC LIGHTING MANUFACTURERS ARE INDICATED TO ESTABLISH A BASIS OF DESIGN AND TO ESTABLISH QUALITY AND FEATURES. SEE SPECIFICATIONS FOR FULL LIST OF
APPROVED MANUFACTURERS AND PROCEDURES FOR SUBMITTING ALTERNATE MANUFACTURERS. UNLESS OTHERWISE NOTED THESE PLANS ARE NOT INTENDED TO LIMIT VENDORS TO A SOLE

SOURCE.
GAL-cr PANELBOARD 2081120V, 301, 4 PN4 PANELBOARD 208/120V. 3PH. 4
225A M.L.O. 225A M.C.B.
SERVES: GENERAL POWER (EX|STIN G) GROUND BUS SERVES: GENERAL POWER (EXIST|NG) GROUND BUS
LOCATION: GA-103 LOCATION: GB-119
MOUNTING: SURFACE 10,000 AIC MOUNTING: SURFACE 10,000 AIC
DESCRIPTION WIRE | BRKR | PL KVA A KVA B KVA C PL|BRKR | WIRE DESCRIPTION DESCRIPTION WIRE | BRKR | PL KVA A KVA B KVA C PL|BRKR | WIRE DESCRIPTION
1 |R-G120 WEST/NORTH WALLS 20 1] 036 | 120 1] 20 r-ga-151,152 2 1 |ahu b1 20 |1 192 | 018 1] 20 R-G118 CASH REGISTER 2
3 |R-G120 DESK RECEPTS 20 |1 072 | 120 1] 20 r-ga-150,151,cg-42 4 3 |ahu b1 20 |1 192 | o0.18 1| 20 R-G118 CASH REGISTER 4
5 |l-corr. cg-38,40,41,42 20 |1 120 | 120 |1 20 r-ga-149,150 6 5 |ahu b1 20 | 1 192 | 018 |1 20 R-G118 CASH REGISTER 6
7 |power pole ga-141 20 |1 120 | 0.80 1, 20 r-ga-147 8 7 |GRABN GO 20 |2 150 | 0.18 1] 20 R-G118 CASH REGISTER 8
9 |lighting & f.c. unit new office 20 |1 160 | 1.20 1] 20 r-ga-143 10 9 150 | 072 1| 20 R-G118 CREDIT CARD MACHINE 10
11 |recepts (new office & entrance) 20 1 1.20 ‘ 1.20 1 20 r-ga-139,143 12 11 |spare 20 1 0.00 I 0.86 1 20 R-G118 DEACTIVATION PAD 12
13 |l-rms ga-149,150,151,152 20 |1 150 | 129 1| 20 | #10 |L-G120 EAST,121a LIGHTS (1) 14 13 |spare 20 |1 000 | 000 1] 20 spare 14
15 |l-rms ga-144,146,148 20 |1 1.60 \ 1.40 11 20 #10 |L-G120 WEST,121 LIGHTS (1) 16 15 |spare 20 |1 0.00 [ 0.00 1] 20 spare 16
17 |l-rms ga-140,141,142,145,147 20 |1 150 | 120 | 1| 20 r-ga-134 cash registers 18 17 |spare 20 |1 000 | 000 1] 20 spare 18
19 |l-rms ga-139,143,144a,153,155 20 1| 130 | 106 1, 20 m-fcu ga-158,166 20 19 |spare 20 [1] 000 | 0.0 11 20 spare 20
21 |R-G120 DESK RECEPTS 20 |1 072 | 105 1 20 m-fcu ga-148,152 22 21 |spare 20 |1 000 | 000 1] 20 spare 22
23 |R-G120/G121 RECEPTS 20 1 054 | 111 |1] 20 m-fcu ga-143,144,146,147,154 24 23 |spare 20 |1 . 000 | 000 |1] 20 spare 24
25 |l-rms ga-159,161,163,165 20 1| 160 | 022 1 20 M-G120/G121A FCUS 3,4,6 26 25 |spare 20 |1 000 | 000 1] 20 spare 26
27 |l-rms ga-160,162,164,166 20 |1 160 | 072 1 20 R-G121 SOUTH/EAST WALLS 28 27 |spare 20 | 1 000 | 000 1] 20 spare 28
29 |l-rms ga-154,158 20 |1 180 | 036 |1 20 R-G121 DESK RECEPTS 30 29 |spare 20 |1 000 | 000 |1]| 20 spare 30
31 |R-G120 EAST WALL 20 [1] 054 | 108 1] 20 R-G120 SOUTH/EAST WALLS 32 31 |spare 20 1] 000 | 0.00 1] 20 spare 32
33 |r-ga-100. cg-40 20 1 0.60 [ 1.92 1 20 existing load 34 33 |spare 20 1 0.00 | 0.00 1 20 spare 34
35 \r-ga-141,142 20 | 1 040 | 192 |1 20 existing load 36 35 |spare 20 |1 000 | 000 |1] 20 spare 36
37 |R-G121A RECEPTS 20 |1 072 | 192 1] 20 existing load 38 37 |spare 20 [1] 000 | 0.8 1] 20 recpt below panel 38
39 |p.e. sw damper motor (east entrance) 20 1 1.92 i 1.92 1 20 existing load 40 39 |spare 20 1 0.00 | 1.92 1 20 j-c. 40
41 |R-G121 RECEPTS 20 |1 054 | 192 |1 20 existing load 42 41 |spare 20 |1 000 | 192 1] 20 lights 42
TOTALS: 14.79 18.17 16.09 KVA TOTALS: 3.96 6.24 4.88 KVA
PER N.E.C. ARTICLE 220 123 151 134 AMPS PER N.E.C. ARTICLE 220 33 52 41 AMPS
TOTAL LOAD 49.04 KVA 136 AMPS TOTAL LOAD 15.08 KVA 42 AMPS
FEEDER LNAD 49.04 KVA 136 AMPS FEEDER LOAD 15.08 KVA 42 AMPS
GBA PANELBOARD 208/120V, 3PH, 4W
225A M.L.O.
SERVES: GENERAL POWER (EXISTING) GROUND BUS
LOCATION: GB-107
MOUNTING: SURFACE 10,000 AIC
DESCRIPTION WIRE | BRKR | PL KVA A KVA B | KVA C PL | BRKR | WIRE DESCRIPTION
1 |lrms, gb-100,101 20 [1] 135 | 120 1] 20 r-rm, gb-100 2
3 |L-G118 NORTH LIGHTS (1) #10 20 |1 130 | 120 1 20 r-rms, gb-100,101 corr cg-39 4
5 |L-G118 SOUTH LIGHTS (1) #10 | 20 |1 130 | 120 |1 20 r-rms gb-101,112 6
7 |R-G118 CASH REGISTER 20 (1| 018 | 0.16 1] 20 M-G118 FCUS 1,2,5 8
9 |R-G118 WEST WALL 20 |1 090 | 0.6 1 20 M-G118 FCUS 7,8 10
11 |l-corr. cg-39 20 |1 040 | 018 |1 20 R-G118 CREDIT CARD MACHINE 12
13 |l-gb-104 20 11| 120 | 022 1] 20 R-G118 DEACTIVATION PAD 14
15 |l-gb-104 20 1 120 | 120 1] 20 r-rm , gb-113, corr cg-39 16
17 |l-gb-104 20 |1 160 | 072 |1 20 R-G118 SOUTH WALL 18
19 |-gb-104 b 20 1] 180 | 072 1] 20 R-G118 SOUTH WALL 20
21 |l-gb-104 20 |1 140 | 072 1, 20 R-G118 SOUTH WALL 22
23 |l-gb-104 20 |1 150 | 072 |1 20 R-G118 SOUTH WALL 24
25 |l-gb-102 20 1| 160 | 0.0 1 20 R-G118 COLUMN RECEPTS 26
27 |l-gb-102 20 | 1 160 | 072 1] 20 R-G118 EAST WALL 28
29 |l-gb-102 20 |1 140 | 08 | 1| 20 R-G118 COOLER 30
31 |I-gb-103,106,107 20 |1 145 | 086 1] 20 R-G118 COOLER 32
33 |l-gb-108,109,110 20 |1 140 | 0.86 1] 20 R-G118 COOLER 34
35 |I-gb-105 20 |1 0.80 ] 3.10 1] 20 dish washer area 90 36
37 [ref-gb104k 30 [ 1] 127 | 240 2| 30 freezer gb104k 38
39 |ref-gb104k 20 |1 127 | 240 40
41 |ref-gb104k 20 |1 127 | 000 space 42
‘ TOTALS: 15.31 16.34 15.06 KVA '
PER N.E.C. ARTICLE 220 128 136 125 AMPS
TOTAL LOAD 46.70 KVA 130 AMPS
FEEDER LOAD 46.70 KVA 130 AMPS
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